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R1003.3 Seismic reinforcing

SW Indiana Builders and Building Officials

REVIEW RECOMMENDATION

Approve    18-0-0       3/16/10

Disapprove

Approve as amended

2009

Change Section R1003.3 to read as follows: Masonry or concrete chimneys shall be constructed, 

anchored, supported and reinforced as required in this chapter. In Seismic Design Category D0, D1 

or D2 C1 masonry and concrete chimneys shall be reinforced and anchored as detailed in Section 

R1003.3.1, R1003.3.2 and R1003.4. In Seismic Design Category A, B or C, reinforcement and seismic 

anchorage is not required. 

REASON

These amendments are part of the Seismic Package for C1 in the 2005 InRC, and need to be 

continued.
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